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VERIFICATION OF AVAILABILITY TO BID

To establish a contract for the MIA Building 896 (40) Year Recertification. The Building comprises 3
floors in which the hangar space (91,393 SF) constitutes the largest area on the ground floor supported
by the adminsitrative offices (15,767 ST), mezzanine and storage area (31,037 SF). The major part of
the repairs will be the replacement of the hangar’s electrical panels, pit outlets with its wiring, and the
upgrading of the fire alarm system as well as the life safety requiremetns (emergency lights, exit signs,
fire alarm devices) that shall be provided throughout.

The second floor (49,776 SF) is not currently occupied and the existing offices layout of drywall or
demountable partitions, doors, etc., with its electrical light fixtures and outlets including the HVAC
ductwork shall be removed for preparation of a future designated office space. Existing electrical
panels and light fixtures shall be replaced and all life safety requirements (emergency lights, exit signs,
fire alarm devices) that shall be provided throughout. The area of most concem is the repair of some of
its corroded metal form deck from the underside of the third floor slab due to the moisture built-up
after years of the second floor’s “shut down” from the mechanical and electrical support system.

The third floor (39,531 SF) is mainly a storage space, mechanical equipment and two of the existing
electrical PCB transformer vaults substations shall be replaced with new dry transformers type. The
removal of the PCB fluid from the transformer vaults shall be separately perfomred by an approved
environmental contractor (by others) under the supervision of Miami-Dade Aviation Department, Civil
Environmental Engineering Division. Existing electrical panels and light fixtures shall be replaced and
all life safety requirements (emergency lights, exit signs, fire alarm devices) that shall be provided
throughout. The existing concrete slab cracks shall be repaired and sealed throughout the entire floor.

The roof level requires repair of some of the leaks, especially the replacement of the roofing membrane
and insulation system including roof drains along the entire length of the north and south trough. Some
of the existing roof exhaust fans hoods; top vents and butterfly dampers shall be secured and repaired

after hurricane damage.

SPECIAL REQUIREMENTS: None
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Date
] Cen. ConstruCion on
bayligts 500000  [Dee ACI0 113 luxkory condos.
o __ Pemadel OF Hda- unis |
Vernon Arms Apte Ha.5 mllgh e 201 opt pidlding pn Miam (eeCh
, o ' Build vt of o resiadrand
Ku- Vo Pesiaur ant #715,600 iGoph 2010 @ Migmi Ind'l Awpit-
Aerican Awrline cargp Sruceo repaar, Fant
Pliiding #7114 #1117, 000 |gep) 204 ¢ New Roof.
Lande) Construction  Corpoy atiog
NAME OF COMMUNITY SMALL BUSINESS ENTERPRISE (CSBE) ;

Kahng Giare t(h — Y~

PRINT NAME AND TITLE

wig WWasia

SI;#NATUéE‘ OF&’OMPANY REPRESENTATIVE



127272011 10:04 AM  FROM: Fax SBD TO: 993054461556 PAGE: 002 OF 004

VERIFICATION OF AVAILABILITY TO BID

SUSTAINABILITY, PLANNING & ECONOMIC ENHANCEMENT DEPARTMENT (SPEED)
SMALL BUSINESS DEVELOPMENT DIVISION

COMMUNITY SMALL BUSINESS ENTERPRISE PROGRAM

111 N.W. 1ST STREET, 19" FLOOR

MIAMI, FLORIDA. 33128

PHONE:375-3111 FAX: 375-3160

PROGRAM COORDINATOR: Kelly Duncombe
I am herewith submitting this letter of verification of availability and capability to bid, provided the

proposed scope of work attached. (NOTE: Please provide all the information requested; incomplete
and/or incorrect verifications are not acceptable or usable.)

CONTRACT TITLE: MIA Building 896 (40) Year Recertification
PROJECT NUMBER: N-165-C
Estimated Contract Amount: $2,970,075

(Scope of work and minimum requirements for this project is attached.)

Landel  onstruchon.  Corporedion
NAME OF COMMUNITY SMALL BUSINESS ENTERPRISE (CSBE)

LUOD Sk loa  Avenue. South Miami 335143
ADDRESS CITY ZIP CODE
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VERIFICATION OF AVAILABILITY TO BID

To establish a contract for the MIA Building 896 (40) Year Recertification. The Building comprises 3
floors in which the hangar space (91,393 SF) constitutes the largest area on the ground floor supported
by the adminsitrative offices (15,767 SF), mezzanine and storage area (31,037 SF). The major part of
the repairs will be the replacement of the hangar’s electrical panels, pit outlets with its wiring, and the
upgrading of the fire alarm system as well as the life safety requiremetns (emergency lights, exit signs,
fire alarm devices) that shall be provided throughout.

The second floor (49,776 SF) is not currently occupied and the existing offices layout of drywall or
demountable partitions, doors, etc., with its electrical light fixtures and outlets including the HVAC
ductwork shall be removed for preparation of a future designated office space. Existing electrical
panels and light fixtures shall be replaced and all life safety requirements (emergency lights, exit signs,
fire alarm devices) that shall be provided throughout. The area of most concern is the repair of some of
its corroded metal form deck from the underside of the third floor slab due to the moisture built-up
after years of the second floor’s “shut down” from the mechanical and electrical support system.

The third floor (39,531 SF) is mainly a storage space, mechanical equipment and two of the existing
electrical PCB transformer vaults substations shall be replaced with new dry transformers type. The
removal of the PCB fluid from the transformer vaults shall be separately perfomred by an approved
environmental contractor (by others) under the supervision of Miami-Dade Aviation Department, Civil
Environmental Engineering Division. Existing electrical panels and light fixtures shall be replaced and
all life safety requirements (emergency lights, exit signs, fire alarm devices) that shall be provided
throughout. The existing concrete slab cracks shall be repaired and sealed throughout the entire floor.

The roof level requires repair of some of the leaks, especially the replacement of the roofing membrane
and insulation system including roof drains along the entire length of the north and south trough. Some
of the existing roof exhaust fans hoods; top vents and butterfly dampers shall be secured and repaired
after hurricane damage.

SPECIAL REQUIREMENTS: None

Name of Projects Completed Value of Project Description of Scope
Within the Past Five (5) Years Project Completion of Work
Date

MIA D Ext. 7.5 million 4-11 renovations/plaster/flodring/metal
MIA CC F 2.8 mill 6-09 renovations/plaster
MIA 747D 1.8 mill 9/09 renovations

I 7 9 8/1 i
VA T B0 | W SiusseSepatre

Allied Contractors, Inc.
NAME OF COMMUNITY SMALL BUSINESS ENTERPRIS_E/(GSBE)

Armando Carcache, President _/ W,gé fgé//é//}u%,{&

PRINT NAME AND TITLE SIGNATURE OF CG/OMP’ANY/REPRESENTATIVE

C




12/2/2011 10:25 R4 FROM: Fax SBD TO: 933058254877 PAGE: 002 CF (04

VERIFICATION OF AVAILABILITY TO BID

SUSTAINABILITY, PLANNING & ECONOMIC ENHANCEMENT DEPARTMENT (SPEED)
SMALL BUSINESS DEVELOPMENT DIVISION

COMMUNITY SMALL BUSINESS ENTERPRISE PROGRAM -

111 N.W. 1ST STREET, 19® FLOOR

MIAMI, FLORIDA 33128

PHONE: 3753111 FAX: 375-3160

PROGRAM COORDINATOR: Kelly Duncombe
I am herewith submitting this letter of verification of availabﬂity and capability to bid, provided the

proposed scope of work attached. (NOTE: Please provide all the information requested; incomplete
and/or incorrect verifications are not acceptable or usable.)

CONTRACT TITLE: MIA Building 896 (40) Year Recertification
PROJECT NUMBER: N-165-C

Estimated Contract Amount: $2,970,075
(Scope of work and_ minimum requirements for this project is attached.)

Allied Contractors, Inc.
NAME OF COMMUNITY SMALL BUSINESS ENTERPRISE (CSBE)

2302 West 79th -Street Hialeah, Florida 33016
ADDRESS CITY ZIP CODE

Certification Expires: 8/31/2012
DATE

Telephone: (305) 819-4599 ***Bonding Capacity: 10 million

Armando Careache, President

/Kﬁ\n‘ NAME AND TITLE
, -
< ,4”// / e e 2 December 2nd, 2011

( SIGNATUEE-OF COWA.NY REPRESENTATIVE DATE
Currently Awarded Projects Project Contract Anticipated Awards
(Name of Project and Owner) | Completion Amount
Date

MWDC-20193 Correctional 5-5-12 415,000.00
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VERIFICATION OF AVAILABILITY TO BID

SUSTAINABILITY, PLANNING & ECONOMIC ENHANCEMENT DEPARTMENT (SPEED)
SMALL BUSINESS DEVELOPMENT DIVISION

COMMUNITY SMALL BUSINESS ENTERPRISE PROGRAM

111 N.W. 1ST STREET, 19" FLOOR

MIAMI, FLORIDA 33128

PHONE: 375-3111 FAX: 375-3160

PROGRAM COORDINATOR: Kelly Duncombe
I am herewith submitting this letter of verification of availability and capability to bid, provided the

proposed scope of work attached. (NOTE: Please provide all the information requested; incomplete
and/or incorrect verifications are not acceptable or usable.)

CONTRACT TITLE: MIA Building 896 (40) Year Recertification
PROJECT NUMBER: N-165-C
Estimated Contract Amount: $2,970,075

{Scope of work and minimum requirements for this project is attached.)
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VERIFICATION OF AVAILABILITY TO BID

To establish a contract for the MIA Building 896 (40) Year Recertification. The Building comprises 3
floors in which the hangar space (91,393 SF) constitutes the largest area on the ground floor supported
by the adminsitrative offices (15,767 SF), mezzanine and storage area (31,037 SF). The major part of
the repairs will be the replacement of the hangar’s electrical panels, pit outlets with its wiring, and the
upgrading of the fire alarm system as well as the life safety requiremetns (emergency lights, exit signs,
fire alarm devices) that shall be provided throughout.

The second floor (49,776 SF) is not currently occupied and the existing offices layout of drywall or
demountable partitions, doors, etc., with its electrical light fixtures and outlets including the HVAC
ductwork shall be removed for preparation of a future designated office space. Existing electrical
panels and light fixtures shall be replaced and all life safety requirements (emergency lights, exit signs,
fire alarm devices) that shall be provided throughout. The area of most concemn is the repair of some of
its corroded metal form deck from the underside of the third floor slab due to the moisture built-up
after vears of the second floor’s “shut down” from the mechanical and electrical support system.

The third floor (39,531 SF) is mainly a storage space, mechanical equipment and two of the existing
electrical PCB transformer vaults substations shall be replaced with new dry transformers type. The
removal of the PCB fluid from the transformer vaults shall be separately perfomred by an approved
environmental contractor (by others) under the supervision of Miami-Dade Aviation Department, Civil
Environmental Engineering Division. Existing electrical panels and light fixtures shall be replaced and
all life safety requirements (emergency lights, exit signs, fire alarm devices) that shall be provided
throughout. The existing concrete slab cracks shall be repaired and sealed throughout the entire floor.

The roof level requires repair of some of the leaks, especially the replacement of the roofing membrane
and insulation system including roof drains along the entire length of the north and south trough. Some
of the existing roof exhaust fans hoods; top vents and butterfly dampers shall be secured and repaired
after hurricane damage.

SPECIAL REQUIREMENTS: None

Name of Projects Completed Value of Project Description of Scope
Within the Past Five (5) Years Project Completion of Work
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VERIFICATION OF AVAILABILITY TO BID

SUSTAINABILITY, PLANNING & ECONOMIC ENHANCEMENT DEPARTMENT (SPEED)
SMALL BUSINESS DEVELOPMENT DIVISION

COMMUNITY SMALL BUSINESS ENTERPRISE PROGRAM

111 N.W. 18T STREET, 19" FLOOR

MIAML, FLORIDA. 33128

PHONE: 375-3111 FAX: 375-3160

PROGRAM COORDINATOR: Kelly Duncombe
I'am herewith submitting this lettor of verification of availability and capability to bid, provided the

proposed scope of work attached. (NOTE: Please provide all the information requested; incomplete
and/or incorrect verifications are not accepable or usable.)

CONTRACT TITLE: MIA Building 896 (40) Year Recertification
PROJECT NUMBER: N-165-C
Estimated Contract Amount; §2,970,075

(Bcope of work and minimmm requirements for this project is attached.)

JA+ M

NAME OF COMMUNITY SMALL 5113%&3 ENTERP&ISE (CSBE)

(o5 Miari Lakap Or Niami Lokes, €\ 2 301y

"ADDRESS CITY 21P CODE
lo/al
Certification Expires: _ 2. (M Y
DATE

Telephone: 05 Fq-31 Q:‘3’;30»ntlingr Capacity: j Q—CI): ch»‘, DO
Ansie  Weecias / Preside ~—
PRIN TITLE
—Rlely

SIGNATURE PANY REPRESENFATIVE DATE
Cnrrently Awarded Projects Project Contract Anticipated Awards
(Name of Project and QOwner) Cor;};ltiﬁon Amount
s ot ot 5/2012. 3,442,000
Cogzolo O @ s lonin | am D00
c‘?vifo\&frém* Shdenl 5la0d- | 850,600

L]



12/2/2011 10:20 AM TFROM: Tax SBD 7TC: 953058857757 PAGE: 003 OF 004

VERIFICATION OF AVAILABILITY TO BID

To establish a contract for the MIA Building 896 (40) Year Recertification. The Building comprises 3
floors in which the hangar space (91,393 SF) constitutes the largest area on the ground floor supported
by the adminsitrative offices (15,767 SF), mezzanine and storage area (31,037 SF). The major part of
the repairs will be the replacement of the hangar’s electrical panels, pit outlets with its wiring, and the
upgrading of the fire alarm system as well as the life safety requiremetns (emergency lights, exit signs,
fire alarm devices) that shall be provided throughout.

The second floor (49,776 SF) is not currently oceupied and the existing offices layout of drywall or
demountable partitions, doors, etc., with its electrical light fixtures and outlets including the HVAC
ductwork shall be removed for preparation of a future designated office space. Existing electrical
panels and light fixtures shall be replaced and all life safety requirements (emergency lights, exit signs,
fire alarm devices) that shall be provided throughout. The area of most concern is the repair of some of
its corroded metal form deck from the underside of the third floor slab due to the moisture built-up
after years of the second floor’s “shut down™ from the mechanical and electrical support system.

The third floor (39,531 SF) is mainly a storage space, mechanical equipment and two of the existing
electrical PCB transformer vaults substations shall be replaced with new dry transformers type. The
removal of the PCB fluid from the transformer vaults shall be separately perfomred by an approved
environmental contractor (by others) under the supervision of Miami-Dade Aviation Department, Civil
Environmental Engineering Division. Existing electrical panels and light fixtures shall be replaced and
all life safety requirements (emergency lights, exit signs, fire alarm devices) that shall be provided
throughout. The existing concrete slab cracks shall be repaired and sealed throughout the entire floor.

The roof level requires repair of some of the leaks, especially the replacement of the roofing membrane
and insulation system including roof drains along the entire length of the north and south trough. Some
of the existing roof exhanst fans hoods; top vents and butterfly dampers shall be secured and repaired
after hurricane damage.

SPECIAL REQUIREMENTS: None

Name of Projects Completed Value of Project Description of Scope
Within the Past Five (5) Years Project Completion of Work
Date
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YERIFICATION OF AVAILABILITY TO BID

SUSTAINABILITY, PLANNING & ECONOMIC ENHANCEMENT DEPARTMENT (SPEED)
SMALL BUSINESS DEVELOPMENT DIVISION

COMMUNITY SMALL BUSINESS ENTERPRISE PROGRAM

111 N.W. 1ST STREET, 19" FLOOR

MIAMI FLORIDA 33128

PHONE: 375-3111 FAX: 375-3160

PROGRAM COORDINATOR: Kelly Dunicombe

I am herewith submitting this letter of verification of availability and capability to bid, provided the
proposed scope of work attached. (NOTE: Please provide all the information requested; incomplete
and/or incorrect verifications are not acceptable or usable.)

CONTRACT TITLE: MIA Building 896 (40) Year Recertification
PROJECT NUMBER: N-165-C
Estimated Contract Amount: $2,970,078

(Scope of work and minimum requirements for this project is attached.)
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